
COMMONWEALTH of VIRGINIA
DEPARTMENT OF ENVIRONMENTAL QUALITY

VALLEY REGIONAL OFFICE
4411 Early Road, P.O. Box 3000, Harrisonburg, Virginia 22801

(540) 574-7800 Fax (540) 574-7878
www.deq.virginia.gov

Molly Joseph Ward
Secretary of Natural Resources

David K. Paylor
Director

Amy Thatcher Owens
Regional Director

March 31, 2016

By Email (cathy.c.taylor@dom.com)

Ms. Cathy C. Taylor
Director, Electric Environmental Services
Dominion Resources Services, Inc.
5000 Dominion Boulevard
Glen Allen, Virginia 23060

Re: Concept Engineering Report – Centralized Source Water Treatment System
Virginia Pollutant Discharge Elimination System (VPDES) Permit No. VA0004138
Dominion –Bremo Power Station

Dear Ms. Taylor:

The Concept Engineering Report (CER) received under cover letter dated March 30, 2016, for the above
referenced project is approved. This action is in accordance with a memorandum dated March 31, 2016, a copy
of which is enclosed for your information. As stipulated in Part I.G.5 of the facility’s VPDES permit,
noncompliance with the CER shall be deemed a violation of the permit.

The Department of Environmental Quality (DEQ) approval does not relieve you of your responsibility to:

1. Construct the treatment system in accordance with the approved CER;
2. Operate the treatment system in a manner to consistently meet the facility’s performance requirements;
3. Correct design and/or operation deficiencies; or
4. Comply with all other applicable laws and regulations.

Part I.G.5 of the facility’s VPDES permit requires that no later than 14 days following completion of
construction of any project for which a CER has been approved, written notification shall be submitted to the
DEQ -Valley Regional Office certifying, that based on an inspection of the project, construction was completed
in accordance with the approved CER.

Nothing in this CER approval preempts, modifies, or otherwise alters any effluent limitations or monitoring
requirements in VPDES Permit No. VA0004138.
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DEQ is aware of the separate settlement agreement entered into by Dominion Virginia Power and the James
River Association on March 7, 2016, to which DEQ is not a party. However, DEQ recognizes that this
agreement is enforceable by the parties who entered it. Although this agreement requires Dominion to “treat all
coal ash wastewaters… by making use of enhanced treatment as set forth in the CER” it also imposes
monitoring, reporting and other requirements between the parties beyond the requirements contained in the
approved CER and VPDES permit.

If you have any questions, please contact Bev Carver at beverley.carver@deq.virginia.gov or
(540) 574-7805.

Sincerely,

Brandon D. Kiracofe
Regional Water Permits & Compliance Manager

Enc.: Concept Engineering Report Memo

cc: Ken Roller (kenneth.roller@dom.com)
Jason Williams (jason.e.williams@dom.com)
Oula Shehab-Dandan (oula.k.shehab-dandan@dom.com)
Taylor L. Engen (taylor.l.engen@dom.com)
Correspondence File



MEMORANDUM
DEPARTMENT OF ENVIRONMENTAL QUALITY

VALLEY REGIONAL OFFICE

4411 Early Rd., P.O. Box 3000 Harrisonburg, VA 22801

SUBJECT: Concept Engineering Report
Centralized Source Water Treatment System (CSWTS)
Dominion – Bremo Power Station, VPDES Permit No. VA0004138

TO: Brandon D. Kiracofe, Regional Water Permits & Compliance Manager

FROM: Bev Carver

DATE: March 31, 2016

COPIES: Correspondence File

Project Name: Concept Engineering Report – Centralized Source Water Treatment System

Project Owner: Virginia Electric and Power Company

Project Scope: Wastewater generated during the closure of the East Ash Ponds, West Ash
Pond, North Ash Pond, and Metal Waste Cleaning Basin will be directed to the
Centralized Source Water Treatment System (CSWTS) which will discharge
through internal Outfall 504. The CSWTS has been designed to treat a
maximum design flow of 1,500 gallons per minute and to ensure compliance
with the applicable effluent limits in VPDES Permit No. VA0004138. The
treatment system components and additional details are included in the Concept
Engineering Report.

The Concept Engineering Report received under cover letter dated March 30,
2016, supersedes the Concept Engineering Report approved on February 8,
2016, and the Concept Engineering Report Addendum approved on March 2,
2016.

Staff Comments: The staff has no objections to the facilities as proposed in Dominion’s
submittal dated March 30, 2016.

STAFF RECOMMENDATIONS:

The staff recommends that the Concept Engineering Report be approved.































































627 MOUNT HOPE ROAD
WHARTON, NJ 07885
PHONE: 973-983-0901
FAX: 973-983-0903
www.gwttllc.com

TEMPORARY CENTRALIZED SOURCE WATER TREATMENT SYSTEM
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